
 

 

 

 

Sprinkler Flow Testing Record 
 

• Quarterly flow tests from each wet-pipe sprinkler system Inspector’s Test Connection (if mechanical 

waterflow alarms are provided) 

• Semi-annual flow tests from each wet-pipe sprinkler system Inspector’s Test Connection (if vane type 

flow switches or pressure alarms are provided) 

• Annual flow tests from 2-in. drains should be performed on wet-pipe systems.   

• Always contact the fire alarm monitoring company/station prior to conducting any tests. 
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